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Council investigation officer Inspection and Recommendation Report 
Clause 17(2), Part 8 of Schedule 5, of the Environmental Planning and Assessment 

Act 1979 (the Act) 
 

File: CSM 3009801                             Officer: Luke Jeffree        Date: 31 July 2023 
 
Premises: 115-119 Macquarie Street, Sydney ‘Intercontinental Sydney’ 

 

Executive Summary:  
 

Council received correspondence from the Commissioner of Fire and Rescue NSW (FRNSW) in 
relation to the subject premises on 29 June 2023 with respect to matters of fire safety. 

The premises consists of a 27 storey interconnected building known as the InterContinental 
Sydney, comprising hotel levels with 509 guest rooms, ground floor restaurant, bar and retail 
spaces and a 5 storey basement carpark. 

The site contains the former NSW Treasury Building which is a State Heritage item.  

An inspection of the premises undertaken by a Council investigation officer in the presence of the 
building manager revealed that there were no significant fire safety issues occurring within the 
building. 
 
The premises are equipped with numerous fire safety systems (both active and passive) that would 
provide adequate provision for fire safety for occupants in the event of a fire. The annual fire safety 
certification is on display within the building in accordance with the requirements of the 
Environmental Planning and Assessment (Development Certification and Fire Safety Regulation 
2021) (the Reg). 
 
Council investigations have revealed that whilst there remains several minor fire safety 
“maintenance and management” works being attended to by the property owner, the overall fire 
safety systems provided within the subject premises are considered adequate in the 
circumstances.  
 
It is considered that the above fire safety works are of a degree which can be addressed by routine 
preventative and corrective maintenance actions undertaken by the owner’s fire service 
contractor(s). 

 
Observation of the external features of the building did not identify the existence of any potential 
combustible composite cladding on the façade of the building. 

 

Chronology:  

Date Event 

29/06/2023 FRNSW correspondence received regarding premises ‘Intercontinental Sydney’ 
117 Macquarie Street, Sydney [115-119 Macquarie Street, Sydney] 

11/07/2023 A desktop review carried verified that Annual Fire Safety Statement submission 
process was being followed in accordance with the Regulation and City’s 
procedures. The officer noted current fire safety documentation/certification on file 
(E/2004/1139) and it was evident that an Accredited Practitioner (Fire Safety) had 
recently assessed & inspected all fire safety measures (including exits) that apply 
to the building with measures having been verified by the practitioner with respect 
to the relevant standards of performance & the Reg. 



  

Date Event 

12/07/2023 An inspection of the subject premises was undertaken by a Council officer in the 
presence of the building manager where the following items were noted: 

• annual fire safety statement (AFSS), fire safety schedule and evacuation plan 
present 

• some identification signage (required under relevant standards) was required 
to cabinet door housing sprinkler booster. Council officer gave a verbal 
instruction/warning to the building manager to obtain and affix the signage to 
the door – which was carried out shortly after Council’s inspection 

• fire safety systems appeared generally well maintained throughout the building 
with all fire panels clear of faults & isolation 

• Councils’ inspection revealed that the original fire services plan (block plan) 
detailing the fire hydrant & sprinkler system was provided within the cabinet 
housing hydrant & sprinkler booster 

 

 
FIRE AND RESCUE NSW REPORT: 

 
References: [BFS23/2760 (28404), D2023/056327; 2023/396347] 
 
Fire and Rescue NSW conducted an inspection of the subject premises on 16 June 2023. The 
United States Secret Service were also present during the inspection to check and adjust fire 
safety & building security systems for a state visit. 
 
Issues  
 
The report from FRNSW detailed a number of issues, in particular noting:  
 

Issue City response 

The Fire Indicator Panel (FIP) displayed two (2) 
isolations 

The faults to the panel (FIP) have been 
investigated, cleared and no isolations 
noted 

The Emergency Warning and Intercommunication 
System (EWIS) displayed (3) three faults to the 
system 

The faults to the EWIS fire panel have 
been investigated, cleared and no 
isolations noted 

 

Hydrant block plan not provided for the premises No action required by the City. 

Councils’ inspection revealed that the 
original fire services plan (block plan) was 
provided within the cabinet housing 
hydrant booster 

Plan of risk (block plan) not provided for the 
premises 

No action required by the city. 

Councils’ inspection revealed that the 
original fire services plan (block plan) was 
provided within the cabinet housing 
sprinkler booster 



  

Issue City response 

Spherical door handles within the fire stairs not 
complying with the National Construction Code 
(NCC) 

No action required by the city. 

Councils’ inspection verified that existing 
spherical door handles were provided to 
fire doors within the fire stairs and were 
found to be compliant with the original 
installation standard. Furthermore, 
Councils officer found the door handles to 
be adequate and well maintained 

 
FRNSW Recommendations 
 
FRNSW have made two recommendations within their report. In general, FRNSW have requested 
that Council:  
 

1. Inspect and address any other deficiencies identified on ‘the premises’ and require item no. 
1 and 2 of their report to be reviewed;  

 
2. Advise them in writing of its determination in relation to this matter in accordance with the 

provisions of clause 17(4) of Schedule 5 of the Environmental Planning and Assessment 
Act 1979 

 

  
COUNCIL INVESTIGATION OFFICER RECOMMENDATIONS: 

Issue 
Order 
(NOI) 

Issue 
emergency 
Order 

Issue a 
compliance 
letter of 
instruction 

Cited 
Matters 
rectified 

Continue to undertake 
compliance action in 
response to issued 
Council 
correspondence 

Continue with 

compliance 

actions under the 

current Council 

Order 

 

Other  
(to 
specify) 

 
Inspections undertaken by a Council investigation officer in the presence of the building manager 
verified that the deficiencies identified by FRNSW on their inspection had been rectified and that 
essential fire safety measures (including exit doors) within the building are being maintained. 
 
It is recommended that Council not exercise its powers to give a fire safety order at this time. 

That the Commissioner of FRNSW be advised of Council’s actions and determination. 
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