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Council Investigation Officer Inspection and Recommendation Report 
Clause 17(2) of Schedule 5 of the Environmental Planning and Assessment Act 1979 

(the Act) 
 

 
File: CSM 3011097                     Officer: Ashley Host  Date: 10 August 2023 
 
Premises: 75 Crown Street, Woolloomooloo (former “City Ford” building)  
 

 
Executive Summary:  
 

Council received correspondence dated 29 June 2023 from the Commissioner of Fire and Rescue 
NSW (FRNSW) in relation to the subject premises with respect to matters of fire safety. 

The site contains a mixed-use commercial and residential building containing 15 residential units, a 
health service facility (private hospital), supermarket and commercial parking station. The building 
is eight storeys in height.  
 
The site is listed as a local heritage item in the SLEP 2012 described as ‘Commercial building 
“Former Hastings Deering Building”. It is located within the Woolloomooloo Conservation Area.  
 
An inspection of the premises undertaken by a Council officer revealed that there were no 
significant fire safety issues occurring within the building. 
 
The premises are equipped with numerous fire safety systems (both active and passive) that would 
provide adequate provision for fire safety for occupants in the event of a fire. The annual fire safety 
certification is current and compliant and is on display within the building in accordance with the 
requirements of the Environmental Planning and Assessment Regulation 2021. 
 
Observation of the external features of the building did not identify the existence of potential 
combustible composite cladding on the façade of the building.  
 

Chronology:  
 

Date Event 

29.06.2023 FRNSW correspondence received regarding premises 75 Crown Street, 
Woolloomooloo  

01.08.2023 An inspection of the subject premises was undertaken by a Council officer which 
revealed minor fire safety breaches which are being attended to by the Owners of 
the building. The following was noted during the inspection and requires further 
action. 

• Remove all items stored within paths of travel to an exit; and  

• Install an updated fade and water-resistant hydrant block plan to the 
existing hydrant booster enclosure.  

 
  



FIRE AND RESCUE NSW REPORT: 
 
References: [BFS23/3051 (28677), D2023/057271; Trim Ref: 2023/397991] 
 
Fire and Rescue NSW (FRNSW) received correspondence on 5 June 2023 concerning the 
adequacy of the provision for fire safety in connection with the premises following their response to 
an automatic fire alarm at the premises. 
 
Issues  
 
The report from FRNSW detailed numerous issues, in particular noting: 
 

Issue City response 

A fire-rated door was noted as 
being propped open within the 
path of travel to the staff area 
along the northern side of the 
building.  

No action required – no doors were observed to be 
propped open at the time of inspection. 

 

A large number of boxes and 
other objects were noted as being 
stored within numerous paths of 
travel to exits.  

To be addressed by corrective action letter - to require all 
items stored within paths of travel to an exit be relocated to 
a more appropriate space.  

The fire hydrant system lacks a 

complete block plan contrary to the 

requirements of Clause 11.5 of AS 

2419.1-2021.  

To be addressed by corrective action letter - to install an 
updated permanent water and fade resistant zone block 
plan of the fire hydrant system at the booster assembly in 
accordance with Clause 7.11 of AS2419.1.2005. 

A low head-height clearance within 

parts of the fire hydrant / sprinkler 

pump room was evident due to the 

location of pipes.  

No action required - the pump room does not have the 
space to facilitate increased height clearances due to 
existing site constraints. The pumproom has an internal 
height clearance of 2.1m in accordance with AS2419.1-
2005.  

Zone 9 (level 6) of the smoke 
detection system was noted as 
being isolated. The most recent 
maintenance logbook entry noted 
that this was due to works being 
carried out on this floor.  

No action required - The isolation was corrected at the 
time of the inspection and the system fully operational.  

 

No parts of the system were disabled or isolated at the 
time of inspection.  

 
FRNSW Recommendations  
 
FRNSW have made two recommendations within their report. In general, FRNSW have requested 
that Council: 
 

1. Inspect the subject premises and take action to have the identified fire safety issues 
appropriately addressed. 

 
2. Advise them in writing of its determination in relation to this matter in accordance with the 

provisions of clause 17(4) of Schedule 5 of the Environmental Planning and Assessment 
Act 1979. 

  



 

COUNCIL INVESTIGATION OFFICER RECOMMENDATIONS:  
 

Issue 
Order 
(NOI) 

Issue 
emergency 
Order 

Issue a 
compliance 
letter of 
instruction 

Cited 
Matters 
rectified 

Continue to undertake 
compliance action in 
response to issued 
Council 
correspondence 

Continue with 

compliance 

actions under the 

current Council 

Order 

 

Other 
(to 
specify) 

 

 
As a result of preliminary site inspection undertaken by Council investigation officers a compliance 
letter dated 10 August 2023 was sent issuing instructions to address the fire safety deficiencies 
identified by FRNSW.  
 
The above correspondence has requested that the building management remove all items from 
paths of travel, replace and to update the hydrant block plan to the existing hydrant booster.  
 
It is recommended that Council not exercise its powers to give a fire safety order at this time. 

That the Commissioner of FRNSW be advised of Council’s actions and determination. 

Referenced/Attached Documents: 

2023/39799 FRNSW S9.32 report dated 29 June 2023 

 
Trim Reference: 2023/013482  CSM reference No#: 3011097 
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